
 
 
 
 
 
 

 
 
 
 
 
 
 

Certified Mail - Return Receipt Requested 
 
April 15, 2013 
 
Mr. Charles L. Kelly, Mayor 
City of Bayard 
P.O. Box 728 
Bayard, NM 88023 
 
Re: Minor-Municipal; SIC 4952; NPDES Compliance Evaluation; City of Bayard Waste Water                                      
        Treatment Plant; NM0020231; April 3, 2013   
 
Dear Mr. Kelly, 
 
Enclosed, please find a copy of the report and check list for the referenced inspection that the New 
Mexico Environment Department (NMED) conducted at your facility on behalf of the U.S. 
Environmental Protection Agency (USEPA).  This inspection report will be sent to the USEPA in Dallas 
for their review.  These inspections are used by USEPA to determine compliance with the National 
Pollutant Discharge Elimination System (NPDES) permitting program in accordance with requirements 
of the Federal Clean Water Act.   
 
Introduction, treatment scheme, and problems noted during this inspection are discussed in the Further 
Explanations section of the inspection report.  The main problems were found in the area Permit Verification, 
Operations & Sludge Disposal.  You are encouraged to review the inspection report, required to correct any 
problems noted during the inspection, and to modify your operational and/or administrative procedures, as 
appropriate.  Further, you are encouraged to notify in writing, both the USEPA and NMED regarding 
modifications and compliance schedules at the addresses below: 
 
Diana McDonald      Program Manager          
US Environmental Protection Agency, Region VI   New Mexico Environment Department 
Enforcement Branch (6EN-WM)       Surface Water Quality Bureau 
Allied Bank Tower                  Point Source Regulation Section 
1445 Ross Avenue                         P.O. Box 5469 
Dallas, Texas 75202-2733          Santa Fe, New Mexico 87502 
 
 
 
 

SUSANA MARTINEZ 
Governor 

 
JOHN A. SANCHEZ 

Lieutenant Governor 

DAVE MARTIN 
Secretary 

 
BUTCH TONGATE 
Deputy Secretary 

  
TOM SKIBITSKI 
Acting Director 

Resource Protection Division 
 
  

NEW MEXICO 
ENVIRONMENT DEPARTMENT 

 
Surface Water Quality Bureau 

 
Harold Runnels Building, N2050 

1190 South St. Francis Drive (87505)  
P.O. Box 5469, Santa Fe, NM 87502-5469  

Phone (505) 827-0187    Fax (505) 827-0160 
www.nmenv.state.nm.us 

       



If you have any questions about this inspection report, please contact me at (505) 827-2575 or 
daniel.valenta@state.nm.us.  
 
Sincerely, 
 
 
/s/Daniel Valenta 
 
 
Daniel Valenta 
Environmental Scientist/Specialist 
Surface Water Quality Bureau 
 
Cc:  Rashida Bowlin, USEPA (6EN-AS) by e-mail 

Samuel Tates, USEPA (6EN-AS) by e-mail 
Carol Peters, USEPA (6EN-WM) by e-mail 
Diana McDonald, USEPA (6EN-WM) by e-mail 
Larry Giglio, USEPA (6WQ-PP) by e-mail 
Hannah Branning, USEPA (6EN-WC) by e- mail 
Jan Walker, USEPA (6EN) by e-mail 

 NMED District III by e-mail 

 

mailto:daniel.valenta@state.nm.us


                                              NPDES Compliance Inspection Report 

 
 
 Form Approved 
 OMB No. 2040-0003 
 Approval Expires 7-31-85 

 
 Section A: National Data System Coding 
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 Section B: Facility Data 
 
 Name and Location of Facility Inspected (For industrial users discharging to POTW, also include 
POTW name and NPDES permit number) 
 
 Bayard WWTP – Take HWY 180 north from Deming: Turn right at North Hurley road, 
proceed across RR tracks to T intersection. Turn left and follow the road through a chain link 
fence to the WWTP, Grant County, New Mexico 
 

 
 Entry Time /Date   
 1355/April 3, 2013 

 
 Permit Effective Date 
 September 1, 2008  
 

 
 Exit Time/Date 
 1610/April 3, 2013 

 
 Permit Expiration Date 
 August 31, 2013 

Name(s) of On-Site Representative(s)/Title(s)/Phone and Fax Number(s) 
 
David Chavez/Wastewater Superintendent/575-537-3462 cell 575-590-1248 
Robert   

Other Facility Data 
 
GPS:  
N.     32° 44’ 50” 
W. -108° 07’ 48” 
 
SIC: 4952 
Activity code: TW 

 
 Name, Address of Responsible Official/Title/Phone and Fax Number        
                         
Mr. Charles L. Kelly, City of Bayard, P.O. Box 728, Bayard, NM 88023/Mayor/575-
537-3327 

 
 
 

Contacted 
 
Yes  

 
 
No  

X 
 
 

 
 

 
 

 
 

 
 

 
 

 
 Section C: Areas Evaluated During Inspection 
 (S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated) 

 
 U   

 
 Permit 

 
S 

 
 Flow Measurement 

 
 U 

 
 Operations & Maintenance 

 
N 

 
 CSO/SSO  

 S  
 Records/Reports 

 
 S 

 
 Self-Monitoring Program 

 
 U 

 
  Sludge Handling/Disposal 

 
N 

 
 Pollution Prevention 

 
 U 

 
 Facility Site Review 

 
 N 

 
 Compliance Schedules 

 
N 

 
  Pretreatment 

 
N 

 
 Multimedia 

 
 N 

 
 Effluent/Receiving Waters 

 
N 

 
  Laboratory 

 
N 

 
  Storm Water 

 
N 

 
 Other: 

 
 Section D: Summary of Findings/Comments (Attach additional sheets if necessary) 
 
 
1.    SEE REPORT AND FURTHER EXPLANATIONS. 

Name(s) and Signature(s) of Inspector(s) 
 
DANIEL VALENTA                           /s/Daniel Valenta               

 
Agency/Office/Telephone/Fax 
 
NMED/SWQB 505-827-2575 

 
Date   
                   4/15/2013 

 
 
 

 
 

 
 

 
 Signature of Management QA Reviewer 
 
BRUCE YURDIN                        /s/Bruce Yurdin 

 
 Agency/Office/Phone and Fax Numbers 
NMED/SWQB 505-827-2795 

 
 Date 
                  4/15/2013 

EPA Form 3560-3 (Rev. 9-94) Previous editions are obsolete.   



 
   

 

Bayard Waste Water Treatment Plant 
 
 
PERMIT NO. NM0020231 

 
SECTION A - PERMIT VERIFICATION 

 
PERMIT SATISFACTORILY ADDRESSES OBSERVATIONS  S  M   U    NA (FURTHER EXPLANATION ATTACHED Yes )                                                                
DETAILS:                                                 See Further Explanations                               
 
1. CORRECT NAME AND MAILING ADDRESS OF PERMITTEE  Y   N    NA 
 
2. NOTIFICATION GIVEN TO EPA/STATE OF NEW DIFFERENT OR INCREASED DISCHARGES                                                                                       Y   N    NA 
                                                                                      
 
3. NUMBER AND LOCATION OF DISCHARGE POINTS AS DESCRIBED IN PERMIT  Y   N    NA 
 
4. ALL DISCHARGES ARE PERMITTED                                                                                                                                                                                          Y   N    NA 

 
SECTION B - RECORDKEEPING AND REPORTING EVALUATION 

 
RECORDS AND REPORTS MAINTAINED AS REQUIRED BY PERMIT.  S   M   U    NA (FURTHER EXPLANATION ATTACHED  No ) 
 
1. ANALYTICAL RESULTS CONSISTENT WITH DATA REPORTED ON DMRs.                   Facility does not discharge.                                        Y   N    NA 
 
2. SAMPLING AND ANALYSES DATA ADEQUATE AND INCLUDE.    S   M   U    NA 
 
   a) DATES, TIME(S) AND LOCATION(S) OF SAMPLING             Y   N    NA 
 
   b) NAME OF INDIVIDUAL PERFORMING SAMPLING                                                                                                                                                      Y   N    NA 
 
   c) ANALYTICAL METHODS AND TECHNIQUES.                                                                                                                                                    Y  N    NA 
 
   d) RESULTS OF ANALYSES AND CALIBRATIONS.             Y N    NA 
 
   e) DATES AND TIMES OF ANALYSES.                                                                                                                                                                                         Y   N   NA 
 
   f) NAME OF PERSON(S) PERFORMING ANALYSES.                                                                                                                                                                   Y   N    NA 
 
3. LABORATORY EQUIPMENT CALIBRATION AND MAINTENANCE RECORDS ADEQUATE.                                                                                 S   M   U    NA 
 
4. PLANT RECORDS INCLUDE SCHEDULES, DATES OF EQUIPMENT MAINTENANCE AND REPAIR.                                                                    S   M   U    NA 
 
5. EFFLUENT LOADINGS CALCULATED USING DAILY EFFLUENT FLOW AND DAILY ANALYTICAL DATA.  Y   N   NA 

 
SECTION C – OPERATIONS AND MAINTENANCE 

 
TREATMENT FACILITY PROPERLY OPERATED AND MAINTAINED.  S   M   U    NA (FURTHER EXPLANATION ATTACHED ( Yes ) 
DETAILS:                                                                                                          
 
1. TREATMENT UNITS PROPERLY OPERATED.                                                                                                                                                     S   M   U    NA 
 
2. TREATMENT UNITS PROPERLY MAINTAINED.                                                                                                                                     S   M   U    NA 
 
3. STANDBY POWER OR OTHER EQUIVALENT PROVIDED.            Two generators available.                                                                 S   M   U    N 
 
4. ADEQUATE ALARM SYSTEM FOR POWER OR EQUIPMENT FAILURES AVAILABLE.                                                            S   M   U    NA 
 
5. ALL NEEDED TREATMENT UNITS IN SERVICE.                                                                                                                                 S   M   U    NA   
 
6. ADEQUATE NUMBER OF QUALIFIED OPERATORS PROVIDED.                                                                                                                                 S   M   U    NA                                                               
 
7. SPARE PARTS AND SUPPLIES INVENTORY MAINTAINED.                                                                                                                                        S     M   U    NA 
                                 
 
8. OPERATION AND MAINTENANCE MANUAL AVAILABLE.  Y   N    NA 
 STANDARD OPERATING PROCEDURES AND SCHEDULES ESTABLISHED.                                                                                                                        Y    N    NA 
 PROCEDURES FOR EMERGENCY TREATMENT CONTROL ESTABLISHED. Y     N    NA                                                                                                                                                                                                                              

 
 
 
 

 



 
   

 
Bayard Waste Water Treatment Plant 

 

PERMIT NO. NM0020231 

 
SECTION C - OPERATIONS AND MAINTENANCE (CONT'D) 

 
9. HAVE BYPASSES/OVERFLOWS OCCURRED AT THE PLANT OR IN THE COLLECTION SYSTEM IN THE LAST YEAR?                                                        Y   N    NA   
   IF SO, HAS THE REGULATORY AGENCY BEEN NOTIFIED?                                                                                                                                                                   Y   N    NA 
   HAS CORRECTIVE ACTION BEEN TAKEN TO PREVENT ADDITIONAL BYPASSES/OVERFLOWS?                                                                                        Y   N    NA                
 
10. HAVE ANY HYDRAULIC OVERLOADS OCCURRED AT THE TREATMENT PLANT?                  Y   N    NA 
   IF SO, DID PERMIT VIOLATIONS OCCUR AS A RESULT?                                                                                                                                                    Y   N    NA 

 
SECTION D - SELF-MONITORING 

 
PERMITTEE SELF-MONITORING MEETS PERMIT REQUIREMENTS.   S M   U    NA  (FURTHER EXPLANATION ATTACHED  NO ). 
DETAILS:                                
 
1. SAMPLES TAKEN AT SITE(S) SPECIFIED IN PERMIT.                            Site does not discharge, no samples taken.         Y  N    NA 
 
2. LOCATIONS ADEQUATE FOR REPRESENTATIVE SAMPLES.  Y   N    NA 
 
3. FLOW PROPORTIONED SAMPLES OBTAINED WHEN REQUIRED BY PERMIT.  Y   N    NA 
 
4. SAMPLING AND ANALYSES COMPLETED ON PARAMETERS SPECIFIED IN PERMIT.                                                                                        Y   N    NA 
 
5. SAMPLING AND ANALYSES PERFORMED AT FREQUENCY SPECIFIED IN PERMIT.                                                                                  Y   N    NA 
 
6. SAMPLE COLLECTION PROCEDURES ADEQUATE                                                                                                                                                                 Y   N    NA 
 
   a) SAMPLES REFRIGERATED DURING COMPOSITING.   Y   N    NA 
 
   b) PROPER PRESERVATION TECHNIQUES USED.  Y   N    NA 
 
   c) CONTAINERS AND SAMPLE HOLDING TIMES CONFORM TO 40 CFR 136.3.                                                                                                     Y   N    NA 
 
7. IF MONITORING AND ANALYSES ARE PERFORMED MORE OFTEN THAN REQUIRED BY PERMIT, ARE 
   THE RESULTS REPORTED IN PERMITTEE'S SELF-MONITORING REPORT?                                                                                                              Y   N    NA 

 
SECTION E - FLOW MEASUREMENT 

 
PERMITTEE FLOW MEASUREMENT MEETS PERMIT REQUIREMENTS.  S   M   U    NA (FURTHER EXPLANATION ATTACHED No ) 
DETAILS:                                                                            
 
1. PRIMARY FLOW MEASUREMENT DEVICE PROPERLY INSTALLED AND MAINTAINED.      Y   N    NA 
   TYPE OF DEVICE       In line Ultrasonic Flow meter. 
                                                    
 
2. FLOW MEASURED AT EACH OUTFALL AS REQUIRED.                                                                                                                                                             Y   N    NA 
 
3. SECONDARY INSTRUMENTS (TOTALIZERS, RECORDERS, ETC.) PROPERLY OPERATED AND MAINTAINED                                                             Y    N   NA    
 
4. CALIBRATION FREQUENCY ADEQUATE. (DATE OF LAST CALIBRATION        Never      )                                                                                                          Y     N    NA                                                                                                                                                                                                         
   RECORDS MAINTAINED OF CALIBRATION PROCEDURES.   Y    N     NA 
   CALIBRATION CHECKS DONE TO ASSURE CONTINUED COMPLIANCE.   Y   N    NA 
 
5. FLOW ENTERING DEVICE WELL DISTRIBUTED ACROSS THE CHANNEL AND FREE OF TURBULENCE.    Y   N    NA 
 
6. HEAD MEASURED AT PROPER LOCATION.    Y   N    NA 
 
7. FLOW MEASUREMENT EQUIPMENT ADEQUATE TO HANDLE EXPECTED RANGE OF FLOW RATES.                                                                            Y   N   NA  
 
SECTION F – LABORATORY 

 
PERMITTEE LABORATORY PROCEDURES MEET PERMIT REQUIREMENTS.    S   M   U    NA (FURTHER EXPLANATION ATTACHED   no ) 
DETAILS:              
                                           Facility does not discharge, no pipe to discharge from. No samples for permit compliance ever taken.  
 
1. EPA APPROVED ANALYTICAL PROCEDURES USED (40 CFR 136.3 FOR LIQUIDS, 503.8(b) FOR SLUDGES)                                                                                                Y   N    NA 

 
 
 
 



 
   

 
 Bayard Waste Water Treatment Plant 

 

PERMIT NO. NM0020231 

 
SECTION F - LABORATORY (CONT'D) 

 
2. IF ALTERNATIVE ANALYTICAL PROCEDURES ARE USED, PROPER APPROVAL HAS BEEN OBTAINED  Y   N    NA 
 
3. SATISFACTORY CALIBRATION AND MAINTENANCE OF INSTRUMENTS AND EQUIPMENT.                                                                           S   M   U    NA 
 
4. QUALITY CONTROL PROCEDURES ADEQUATE.                                                                                                                                                                     S   M   U    NA 
 
5. DUPLICATE SAMPLES ARE ANALYZED.         % OF THE TIME.                                                                                                                    Y   N    NA 
 
6. SPIKED SAMPLES ARE ANALYZED.      % OF THE TIME.                                                                                                                                                                  Y   N     NA 
 
7. COMMERCIAL LABORATORY USED.               If needed:                                                                                                                                                       Y   N     NA 
 
   LAB NAME ____                           Water Technology Associates- Dona Ann Community College                                                                                                                                                                
 
   LAB ADDRESS__                         3400 S. Espina, Las Cruces, N.M. 88003                                                                               
 
   PARAMETERS PERFORMED     E Coli, BOD & TSS                                                                                                                                                                                  
 

 
SECTION G - EFFLUENT/RECEIVING WATERS OBSERVATIONS.  S   M  U    NA  (FURTHER EXPLANATION ATTACHED  No ). 
 

OUTFALL NO. 
 

OIL SHEEN 
 

GREASE 
 

TURBIDITY 
 

VISIBLE FOAM 
 

FLOAT SOL. 
 

COLOR 
 

OTHER 
 

001 
 

No Discharge 
 

No Discharge 
 

No Discharge  
 

No Discharge 
 

No Discharge 
 

No Discharge 
 

 
 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
RECEIVING WATER OBSERVATIONS:                                                                                                                                                                                                                                                      
 
SECTION H - SLUDGE DISPOSAL 

 
SLUDGE DISPOSAL MEETS PERMIT REQUIREMENTS.              S   M   U    NA  (FURTHER EXPLANATION ATTACHED  Yes ). 
DETAILS:               Sludge will be taken to landfill.                                                    
 
 
1. SLUDGE MANAGEMENT ADEQUATE TO MAINTAIN EFFLUENT QUALITY.  S   M   U    NA  
 
2. SLUDGE RECORDS MAINTAINED AS REQUIRED BY 40 CFR 503.  S   M   U   NA 
 
3. FOR LAND APPLIED SLUDGE, TYPE OF LAND APPLIED TO:                           (e.g., FOREST, AGRICULTURAL, PUBLIC CONTACT SITE) 

 
SECTION I - SAMPLING INSPECTION PROCEDURES                                          No Samples Taken          (FURTHER EXPLANATION ATTACHED  no ). 

 

1. SAMPLES OBTAINED THIS INSPECTION.  Y   N    NA 
 
2. TYPE OF SAMPLE OBTAINED 
 
   GRAB                                                     COMPOSITE SAMPLE         METHOD                    FREQUENCY                      
 
3. SAMPLES PRESERVED.  Y   N    NA 
 
4. FLOW PROPORTIONED SAMPLES OBTAINED.  Y   N    NA 
 
5. SAMPLE OBTAINED FROM FACILITY'S SAMPLING DEVICE.  Y   N    NA 
 
6. SAMPLE REPRESENTATIVE OF VOLUME AND MATURE OF DISCHARGE.  Y   N    NA 
 
7. SAMPLE SPLIT WITH PERMITTEE.  Y   N    NA 
 
8. CHAIN-OF-CUSTODY PROCEDURES EMPLOYED.  Y   N    NA 
 
9. SAMPLES COLLECTED IN ACCORDANCE WITH PERMIT.  Y   N    NA 

 



Compliance Evaluation Inspection 
Bayard Waste Water Treatment Plant 

NPDES Permit No. NM0020231 
April 3, 2013 

 
 
Introduction 
 
On April 3, 2013 a Compliance Evaluation Inspection (CEI) was conducted at the City of Bayard Wastewater 
Treatment Plant (WWTP) by Mr. Daniel Valenta of the State of New Mexico Environment Department 
(NMED). This facility is classified as a Minor Municipal under the federal Clean Water Act (CWA), Section 
402 National Pollutant Discharge Elimination System (NPDES) permit program and is assigned permit 
number NM0020231. The WWTP has a design flow capacity of 0.6 Million Gallons per Day (MGD). This 
facility discharges to Whitewater Creek an unclassified tributary to the Mimbres River in the South-
Western Closed Basin.  
 
The NMED performs a certain number of CEI's for the U.S. Environmental Protection Agency (USEPA) 
each year.  The purpose of this inspection is to provide USEPA with information to evaluate the permittee's 
compliance with the NPDES permit.  This report is based on review of files maintained by the permittee and 
NMED, on-site observation by NMED personnel, and verbal information provided by the permittee's 
representative. Finding of the inspection are detailed on the attached EPA form 3560-3 and in the narrative 
Further Explanations section of the report. 
 
At 1355 hours on April 3, 2013 the inspector made introductions, presented credentials and explained the 
purpose of the inspection to Mr. David Chavez, Wastewater Superintendent. The Inspector and Mr. 
Chavez toured the facility. An exit interview to discuss preliminary findings was conducted with Mr. 
Chavez at the WWTP office, the inspection ended at 1610 hours on April 3, 2013. 
 
Treatment Scheme 
 
The facility began operating in July 2008. An NPDES permit has been issued for this facility; however 
the facility is designed to discharge on the top of the tailings pile for Phelps Dodge mine south of the 
Village of Hurley. Effluent from the treatment plant enters a lift station to be pumped to the top of the 
tailing piles.  
 
The design flow for this facility is 0.6 MGD and was designed by Molzen Corbin. Influent is collected 
from Bayard, Santa Clara, and Fort Bayard. They will soon be collecting influent from the Village of 
Hurley, which will contribute approximately 0.1 MGD. Also in development is a reuse project. Trumm 
Engineering was awarded the engineering contract for the Phase II - Effluent Reuse Project. The project 
will be designed to distribute treated water from the Regional Wastewater Facility to the local ball parks 
and cemeteries. 
 
Flow entering this facility is via a gravity line and one lift station. The headworks consist of a mechanical 
bar screen with a rake set on a timer, grit selector, and a lift station to send contents to the aeration basins. 
All these units seem to be working properly. The aeration basins have fine bubble diffusers within two 
tanks. Final clarifiers are two conal units after the post aeration unit and the aeration basins. After the 
clarifiers the UV units disinfect the effluent. UV disinfection consists of two circular units having 4 bulbs 
in each. When opacity gets to a low level it switches over to the other unit automatically. Flow is 
measured by an in-line Ultrasonic Flow meter as it is pumped to a holding tank and then pumped to the 
mine.   
 



Compliance Evaluation Inspection 
Bayard Waste Water Treatment Plant 

NPDES Permit No. NM0020231 
April 3, 2013 

 
 

Sludge 
 
The two digesters are alternated to allow for thickening to take place.  At the facility are three large 
drying beds with rounded corners with a large sludge pad that is being used for storage. At the present 
time the sludge is being stored at the facility until final plans are completed to deliver to a land fill. 
 
Further Explanations 
 
Section A – Permit Verification-Overall Rating of “Unsatisfactory” 
 
Per Part III-Standard Conditions for NPDES Permits- A. 4 Duty to Reapply 
 
If the permittee wishes to continue an activity regulated by this permit after the expiration date of this 
permit, the permittee must apply for and obtain a new permit. The application shall be submitted at least 
180 days before the expiration date of this permit. The Director may grant permission to submit an 
application less than 180 days in advance but no later than the permit expiration date. Continuation of 
expiring permits shall be governed by regulations promulgated at 40 CFR Part 122.6 and any 
subsequent amendments. 
 
Finding: The facility operates under the NPDES Permit number NM0020231 which became effective on 
September 1, 2008 and shall expire at midnight, August 31, 2013. As of the day of the inspection the 
facility had not applied for a new permit with only 150 days left until the existing permit expires. During 
the inspection and at the closing meeting the Wastewater Superintendent was informed of this 
requirement.  
 
Section C-Operations and Maintenance- Overall Rating of “Unsatisfactory” 
 
Per Part III-Standard Conditions for NPDES Permits- B.3 Proper Operation and Maintenance 
 
The permittee shall at all times properly operate and maintain all facilities and systems of treatment and 
control (and related appurtenances) which are installed or used by permittee as efficiently as possible 
and in a manner which will minimize upsets and discharges of excessive pollutants and will achieve 
compliance with the conditions of this permit. Proper operation and maintenance also includes adequate 
laboratory controls and appropriate quality assurance procedures. This provision requires the operation 
of backup or auxiliary facilities or similar systems which are installed by a permittee only when the 
operation is necessary to achieve compliance with the conditions of this permit. 
 
Finding: The facility appears to have a challenge in removing the solids from the system and the grounds 
of the facility. Per the New Mexico Wastewater Systems Operator Certification Study Manual 10-16, 
“The sludge blanket in the secondary clarifier should occupy no more than 1/4 to 1/3 of the depth of the 
clarifier. In general the less sludge in the secondary clarifier, the better” The west clarifier is 12 feet deep 
and should have no more than 3 to 4 feet of sludge blanket. Reviewing the operational records of the 
facility showed this has been greatly exceeded, (see photo 1 & 2). At present the facility discharges to the 
mine however the city is planning on recycling the water by spraying the parks and ball fields with the 
effluent.      



Compliance Evaluation Inspection 
Bayard Waste Water Treatment Plant 

NPDES Permit No. NM0020231 
April 3, 2013 

 
 
Section H – Sludge Disposal – Overall Rating of “Unsatisfactory” 
 
PART 503—STANDARDS FOR THE USE OR DISPOSAL OF SEWAGE SLUDGE 
 
Subpart A—General Provisions - § 503.1 Purpose and applicability. 
 
Purpose. 

 
(1) This part establishes standards, which consist of general requirements, pollutant limits, management 
practices, and operational standards, for the final use or disposal of sewage sludge generated during the 
treatment of domestic sewage in a treatment works. Standards are included in this part for sewage sludge 
applied to the land, placed on a surface disposal site, or fired in a sewage sludge incinerator. Also 
included in this part are pathogen and alternative vector attraction reduction requirements for sewage 
sludge applied to the land or placed on a surface disposal site. 
 
(2) In addition, the standards in this part include the frequency of monitoring and recordkeeping 
requirements when sewage sludge is applied to the land, placed on a surface disposal site, or fired in a 
sewage sludge incinerator. Also included in this part are reporting requirements for Class I sludge 
management facilities, publicly owned treatment works (POTWs) with a design flow rate equal to or 
greater than one million gallons per day, and POTWs that serve 10,000 people or more. 
 
(b) Applicability. 
 
(1) This part applies to any person who prepares sewage sludge, applies sewage sludge to the land, or 
fires sewage sludge in a sewage sludge incinerator and to the owner/operator of a surface disposal site. 
 
(2) This part applies to sewage sludge applied to the land, placed on a surface disposal site, or fired in a 
sewage sludge incinerator. 
 
(3) This part applies to the exit gas from a sewage sludge incinerator stack. 
 
(4) This part applies to land where sewage sludge is applied, to a surface disposal site, and to a sewage 
sludge incinerator. 
 
Findings for Sludge Disposal: 
 
This facility has failed to follow general requirements, analyses, management practices, and operational 
standards for their sludge disposal. The operator stated that sludge has not been removed from this site for 
three to four years. An activity is considered storage if biosolids are placed and remain on land for 2 
years or less. If biosolids remain on land for longer than 2 years, this land is considered an active 
(biosolids) unit and surface disposal requirements in Part 503 have to be met.  
 
 
 



NMED/SWQB 
Official Photograph Log 

 
Photo # 1 

   
 
Photographer: Daniel Valenta 

 
Date:  4/3/2013 

 
Time: 1543 hours  

 
City/County: Bayard/Grant County  
 
Location: A half mile south of Bayard, New Mexico 
 
Subject: From the clarifier log book the west secondary clarifier is 12’ deep but at times had 15’ of sludge 
in it.         
 

 

 

 

 



NMED/SWQB 
Official Photograph Log 

 
Photo # 2 

   
 
Photographer: Daniel Valenta 

 
Date:  4/3/2013 

 
Time: 1513 hours  

 
City/County: Bayard/Grant County  
 
Location: A half mile south of Bayard, New Mexico, facing southwest.  
 
Subject: The west secondary clarifier appears to have an over accumulation of solids. 
 

 

 

 

 
 



NMED/SWQB 
Official Photograph Log 

 
Photo # 3 

   
 
Photographer: Daniel Valenta 

 
Date:  4/3/2013 

 
Time: 1514 hours  

 
City/County: Bayard/Grant County  
 
Location: A half mile south of Bayard, New Mexico, facing south. 
 
Subject: Drying beds and sludge holding area. 
 

 
 
 
 
 

 



NMED/SWQB 
Official Photograph Log 

 
Photo # 4 

   
 
Photographer: Daniel Valenta 

 
Date:  4/3/2013 

 
Time: 1530 hours  

 
City/County: Bayard/Grant County  
 
Location: A half mile south of Bayard, New Mexico, facing east. 
 
Subject: Sludge overflowing holding area. 

 
 

 
 
 
 
 



NMED/SWQB 
Official Photograph Log 

 
Photo # 5 

   
 
Photographer: Daniel Valenta 

 
Date:  4/3/2013 

 
Time: 1518 hours  

 
City/County: Bayard/Grant County  
 
Location: A half mile south of Bayard, New Mexico, facing north. 
 
Subject: Heavy growth of algae in east secondary clarifier.  
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