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Certified Mail Return Receipt Requested 
 

February 17, 2011 
 
 
Mr. Anthony Romero, Warden 
Central New Mexico Correctional Facility 
Post Office Drawer 1328 
1525 Morris Road, SW 
Los Lunas, NM  87032‐1328 
 
RE:  Minor Non‐Municipal, SIC 4952, NPDES Compliance Sanitary Sewer Overflow (SSO), Central New Mexico 

Correctional Facility (CNMCF), NM0028851, February 16, 2011 
 
Dear Mr. Romero: 
 
Enclosed please find a copy of the report for the referenced inspection of the sewer line spill that the New Mexico 
Environment Department (NMED) conducted at your facility on behalf of the U.S. Environmental Protection 
Agency (USEAP).  This inspection report will be sent to the USEPA in Dallas for their review.  These inspections are 
used by USEPA to determine compliance with the National Pollutant Discharge Elimination System (NPDES) 
permitting program in accordance with the requirements of the federal Clean Water Act. 
 
You are encouraged to review the inspection report, correct any problems noted during the inspection and to 
modify your operational and/or administrative procedures as appropriate.  Further, you are encouraged to notify 
in writing, both USEPA and NMED regarding modifications. 
 
I wish to thank Mr. Tenorio and Mr. Alaniz for their cooperation extended to NMED personnel while at the facility.  
If you have any questions about this inspection report, please feel free to contact me at the above address or call 
me at (505) 827‐1041. 
 
Sincerely, 
/s/ Sandra Gabaldón 
Sandra Gabaldon 
Surface Water Quality Bureau 
 
Cc:  Marcia Gail Adams, USEPA (6EN‐AS) via email 
  Samual Tates, USEPA (6EN‐AS) via email 
  Carol Peters‐Wagnon, USEPA (6EN‐WM) via email 
  Diana McDonald, USEPA (6EN‐WM) via email 
  Larry Giglio, USEPA (6WQ‐PP) via email 
  NMED District I via email 
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 Section B: Facility Data 

 
 Entry Time /Date   
 0930 Hours / 02-16-2011 

 
 Permit Effective Date 
01-01-2011 
 

 
 Name and Location of Facility Inspected (For industrial users discharging to POTW, also include 
POTW name and NPDES permit number) 
CENTRAL NM CORRECTIONAL FACILITY – Take I-25 South to exit 203, Turn east on 
NM 6, Turn south on NM 314 and go 1.5 miles to Morris Road and turn west.  Go to 
secured entrance and proceed to Building A. 

VALENCIA COUNTY 

 
 Exit Time/Date 
  1130 Hours / 02-16-2011  

 
 Permit Expiration Date 
 12-31-2015 
 

Name(s) of On-Site Representative(s)/Title(s)/Phone and Fax Number(s) 
Robert Tenorio, Deputy Warden, (505) 383-3336 
  

 
 
 

Contacted 
 
Yes 

 
 

 
No 

 
* 

 
 

 
 Name, Address of Responsible Official/Title/Phone and Fax Number                                
Anthony Romero, Warden (505) 383-3322 / (505) 383-3510 
PO Drawer 1328 
Los Lunas, NM  87031-1328 

 
 

 
 

 
 

 
 

 
 

Other Facility Data 
 
 
35°46’50” 
-106°46’15” 
 
SIC 4952 

 
 Section C: Areas Evaluated During Inspection 
 (S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated) 

 
N 

 
 Permit 

 
N 

 
 Flow Measurement N 

 
 Operations & Maintenance U 

 
 CSO/SSO  

S 
 
  Records/Reports N 

 
   Self-Monitoring Program N 

 
  Sludge Handling/Disposal N 

 
 Pollution Prevention 

 
M 

 
  Facility Site Review N 

 
  Compliance Schedules N 

 
   Pretreatment N 

 
 Multimedia 

 
S 

 
  Effluent/Receiving Waters N 

 
  Laboratory N 

 
  Storm Water N 

 
 Other: 

 
 Section D: Summary of Findings/Comments (Attach additional sheets if necessary) 
 
PLEASE SEE THE ATTACHMENT FOR FURTHER EXPLANATION 

 
 Name(s) and Signature(s) of Inspector(s) 
    
Sandra Gabaldón  /s/ Sandra Gabaldon 

 
Agency/Office/Telephone/Fax 
 
NMED/SWQB (505) 827-1041 

 
Date   
 
 February 17, 2011 

 
 
 

 
 

 
 

 
 Signature of Management QA Reviewer 
 
Richard Powell /s/ Richard Powell 

 
 Agency/Office/Phone and Fax Numbers 

(505)-827-2798 

 
 Date 

February 17, 2011 

EPA Form 3560-3 (Rev. 9-94) Previous editions are obsolete.  

 
 

 



Central New Mexico Correctional Facility 
NPDES Permit NM0028851 
Sanitary Sewer Overflow 

Spill Date:  February 15, 2011 
NMED Site Inspection:  February 16, 2011 

NMED Inspector:  Sandra Gabaldón 
 

 
The NPDES permit requires (in Part I.D): 
 
  Overflow reporting: 
 

The  permittee  shall  report  all  overflows with  the Discharge Monitoring 
Report  submittal.    These  reports  shall  be  summarized  and  reported  in 
tabular  format.   The  summaries  shall  include: The date,  time, duration, 
location,  estimated  volume,  and  cause  of  the  overflow;  observed 
environmental  impacts  from  the overflow; actions  taken  to address  the 
overflow;  and  ultimate  discharge  location  if  not  contained  (e.g.,  storm 
sewer system, ditch tributary).   
 
Overflows that endanger human health or the environment shall be orally 
reported  to  EPA  at  (214)  665‐6595  and  NMED  Surface Water  Quality 
Bureau  at  (505)  827‐0187,  within  12  hours  from  the  time  permittee 
becomes  aware  of  the  circumstance.   A written  report  of  the  overflow 
that endanger health or the environment shall be provided to EPA and the 
NMED Surface Water Quality Bureau within five (5) days of the time the 
permittee becomes aware of the circumstance.   
 

Notification to NMED: 
 
On Tuesday, February 15, 2011 Sandra Gabaldón received a message  from Mr. Robert 
Tenorio,  Deputy Warden which was  left  at  approximately  1514  hours.   Mr.  Tenorio 
reported  that  a  collection  system  blockage  occurred  earlier  in  the  day,  causing  raw 
sewage to overwhelm the system and exit through the clean out pipes in two locations.  
Upon arrival to the office, on February 16, 2011, Ms. Gabaldón returned Mr. Tenorio’s 
telephone call and asked that he also notify the Environmental Protection Agency (EPA) 
as is required by their NPDES permit.   
 
Spill Content:   Untreated domestic sewage  from  the Central New Mexico Correctional 
Facility. 
 
Spill  Volume:    Mr.  Tenorio  estimated  that  approximately  60,000  gallons  of  raw 
wastewater  was  discharged  to  an  unpaved  parking  area  and  into  a  retention  ditch 
within the property boundaries of the correctional facility. 



Cause of the overflow:   Mr. Tenorio stated that they had been working on some frozen 
pipes and had shut the main water valve to the  facility off.   Upon completion of their 
work,  they  turned  on  the water.    This  facility  houses  approximately  1,000  inmates.  
When  the water was  turned  on,  there was  a  surge  of  inflow  from  the  facility.    This 
overwhelmed the 6” collection lines and caused the overflow.    
 
Current Condition:  Ms. Sandra Gabaldón arrived on‐site at 0930 hours on Wednesday, 
February 16, 2011 (along with Mr. Mike Coffman, Facility Operations, NMED/SWQB) and 
met with Mr. Robert Tenorio and Mr. Joe Alaniz.   Mr. Tenorio and Mr. Alaniz escorted 
the inspector on a tour of the areas of the sewage spill.   
 
Mr.  Tenorio  and Mr. Alaniz were  instructed  to  get HTH  and  place  it  on  the  standing 
pools of raw sewage and to allow  it to dry completely prior to allowing admittance of 
vehicle  traffic.   They were  further  instructed  to do  the  same  for  the  standing  sewage 
located in the retention ditch.   
 
Mr. Tenorio instructed his facilities operations manager, Mr. Dean Chavez, to order HTH 
and to go pick it up immediately.   
 
The  incident  report will  follow  to EPA and NMED  fives days  from  the  time  the  facility 
was aware of the spill.   



NMED/SWQB 
Official Photograph Log 

 
Photo # 1 

   

 
Photographer: Daniel Valenta 

 
Date:  02/16/2011 

 
Time:  1103 Hours 

 
City/County:  Los Lunas / Valencia  

 
Location:  Central New Mexico Correctional Facility 
 
Subject:  Unpaved parking area in the northeast corner of the facility where the raw sewage 
spilled from the clean out pipes.   

 

 
 
 
 
 
 
 
 
 
 
 



NMED/SWQB 
Official Photograph Log 

 
Photo # 2 

   

 
Photographer: Daniel Valenta 

 
Date:  02/16/2011 

 
Time:  1109 Hours 

 
City/County:  Los Lunas / Valencia  

 
Location:  Central New Mexico Correctional Facility 
 
Subject:  Standing water seen in the retention ditch (used to capture stormwater) within the 
property boundary of Central New Mexico Correctional facility 
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